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ABSTRACT

A low flow receiving water survey was conducted in the vicinity of the Selah wastewater
treatment plant (WWTP) during the height of the fruit processing season. The WWTP was
performing exceptionally well and had minimal impact on Selah ditch. However, the ditch
had very poor water quality because the upstream receiving water was contaminated with
fruit reclamation water from one of the fruit processors. A total maximum daily load analysis
indicated that once the reclamation water problem was solved, the ditch would continue to
violate Class A standards unless exceptionally high treatment quality of WWTP effluent
continued. A habitat assessment was also performed. Several recommendations were
made.



INTRODUCTION

The Selah wastewater treatment plant (WWTP) treats municipal and pretreated fruit
processing wastewaters. WWTP effluent is discharged to the Yakima River at river mile
(rm) 117.1via amile long ditch southeast of the city (Figure 1). Chronic upsets of the WWTP
during fruit processing season have led to violations of its NPDES permit limits. Prior to
this investigation, little was known of the background water quality characteristics of the
ditch, and the impacts of the wastewater upon the ditch had never been completely
investigated and documented. The Central Regional Office (CRO) requested a survey to
address the following questions:

1. What is the background water quality of the ditch?

[y}

. What are the impacts of the fruit processing plant cooling waters on the water quality of
the ditch?

[9Y)

. What are the impacts of the Selah WWTP effluent on the water quality of the ditch and
Yakima River?

4. What are the current and potential uses of the ditch as a fish habitat or passage?

The CRO will take the survey results into account while reviewing the permit for Selah and
finding solutions for the chronic problems plaguing the plant.

On October 25 and 26, 1988, Will Kendra and I of the Environmental Investigations and
Laboratory Services (EILS) program of the Department of Ecology (Ecology) conducted a
receiving water survey at the Selah WWTP ditch. Carlos Ruiz and Marc Heffner of the same
program concurrently performed a Class II inspection of the WWTP and pretreatment
facility. The Class Il inspection results will be discussed in a separate report (Heffner, 1989).

SITE DESCRIPTION

The City of Selah (population 4,980) lies one mile north of Yakima along the Yakima River
just before its confluence with the Naches River. The city is a major fruit storage and
processing center for the region.

The Selah WWTP serves the municipal needs and treats pretreated fruit processing
wastewater with an activated sludge system. The pretreatment facility consists of an aerated
lagoon. During the processing season the effluent from the lagoon contributes a large
portion of the Selah WWTP influent flow, biochemical oxygen demand (BOD), and solids
loads (Heffner, 1989). Effluent from the WWTP is discharged into an open ditch. Until
September 1, 1990, effluent must meet the interim limits set in the NPDES permit as listed
in Table 1.
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Figure 1. Water quality monitoring siteso, and habitat assessment
areas/\, for the Selah wastewater treatment plant (WWIP) receiving
water survey: October 25-26, 1988. Two stations,[ ], from the 1982
survey are shown (Johnson & Newman, 1983).




Table 1. Expired and interim NPDES permit effluent limitations for the

Selah wastewater treatment plant (WWTP): Permit No. WA-002103-2.
Expired Permit Interim Permit
Discharge (MGD)
Monthly Average 2.1 2.1
Design Criteria 2.1 2.1
85% Loading 1.8 1.8
Influent BOD5 (lbs./day)
Design Criteria 6000
85% Loading 5100
Effluent BOD
Monthly mg/L 30 60
Monthly 1lbs./day 525 1050
Weekly mg/L 45
Weekly 1lbs./day 788
Influent TSS
Design Criteria 6130
85% Loading 5210
Effluent TSS
Monthly mg/L 30 100
Monthly 1bs./day 525 1750
Weekly mg/L 45
Weekly 1bs./day 788
Effluent Fecal Coliform (#/100mL)
Monthly 200
Weekly 400
Effluent Total Ammonia (mg/L)
as Nitrogen Between May 1
and October 30 not to exceed 15




Water in the ditch originates from an 18-inch culvert approximately 200 feet upstream of
the WWTP outfall (Figure 1). This is the terminus of a municipal stormwater collection
system along the east side of the city.

Non-contact cooling waters from several fruit packing warehouses are discharged to the
collection system and are the major sources of water to the ditch. Stormwater and subsurface
water may contribute to the collection system and ditch during wet weather. Cooling water
from other fruit packing warehouses in the same area of the city are discharged to another
branch of the stormwater system. These flow from a 24-inch culvert into the ditch ten feet
downstream of the outfall. There are no requirements for the fruit packers to maintain a
minimum discharge volume to the storm drain system.

Effluent in the ditch travels about 0.98 mile before discharging to the Yakima River. One
small right bank tributary to the ditch enters 0.65 mile downstream of the outfall. It appears
to be little more than a natural seep collecting subsurface drainage off the hillside residential
area in the southwest area of the city. Golf Club Creek joins the ditch from the left bank
just prior to its confluence with the Yakima River. It drains the Elks Golf Course and
low-lying northeastern areas between Selah and the Yakima River.

As a tributary to the Yakima River, the ditch is considered a Class A water body: WAC
173-201-070(6). Class A water quality standards are listed in Table 2.

METHODS

Descriptions and field/laboratory activities for individual stations are listed in Table 3.
Station locations are shown in Figure 1.

Field analyses included: temperature by mercury thermometer, dissolved oxygen (D.O.) by
Winkler-azide modified titration, pH and conductivity by field meters, and total residual
chlorine by DPD colorometry (APHA, AWWA, WPCF, 1985). Stream discharges were
calculated for selected sites using data obtained from cross-sectional stream and velocity
measurements by propeller flow meter. Flow measurements in the Selah WWTP were
calculated using the inplant flow meter and totalizer.

Grab samples collected for laboratory analysis were stored in the dark on ice and received
via air freight by the Ecology/USEPA Manchester Environmental Laboratory within 24
hours. WWTP samples were collected by Ruiz and Heffner (Heffner, 1989) using composite
samplers set to collect 250 mL aliquots of unchlorinated effluent at 30 minute intervals for
24 hours. The compositor jugs were adequately iced over that period, and samples taken
from them were analyzed within 24 hours at the Manchester Laboratory. All analyses were
performed using approved procedures (Huntamer, 1986). Total kjeldahl nitrogen analyses
were performed by a contract laboratory.

Three sites were evaluated using protocol level II (Plafkin, et al., 1988) of the USEPA Rapid
Bioassessment Method (Table 4; Figure 1). Benthic invertebrate samples were collected by
kicking substrate in front of a 600 um mesh framed net while traveling across the width of



Table 2. Class A (excellent) freshwater quality standards (WAC 173-201-045)
and characteristic uses.

Class A

Characteristics shall meet or
exceed requirements for all
or substantially all uses:

Water Quality Criteria

Fecal coliform:

Dissolved oxygen:

Total dissolved gas:

Temperature:

pH:

Turbidity:

Toxic, radicactive, or
deleterious materials:

Aesthetic values:

Domestic, industrial, and agricultural water
supply; wildlife habitat; livestock watering;
general recreation and aesthetic enjoyment;
commerce and navigation; and salmonid and
other fish reproduction, migration, rearing,
and harvesting.

Geometric mean not to exceed 100 organisms/
100 mLs with not more than 10 percent of
samples exceeding 200 organisms/100 mLs.

Shall exceed 8 mg/L.
Shall not exceed 110 percent saturation.

Shall not exceed 18°C due to human activity.
Increases shall not, at any time, exceed

t = 28(T+7); or where temperature exceeds
18°C naturally, no increase greater than
0.3°C. t = allowable temperature increase
across dilution zone, and T = highest temper-
ature outside the dilution zone. Increases
from non-point sources shall not exceed 2.8°C.

Shall be within the range of 6.5 to 8.5,
with man-caused variation within a range of
less than 0.5 unit.

Shall not exceed 5 NTU over background when
background is 50 NTU or less, or cause 10
percent increase in turbidity over background
when background is greater than 50 NTU.

Shall be below concentrations of public health
significance, or which may cause acute or
chronic toxic conditions to the aquatic biota,
or which may adversely affect any water use.

Shall not be impaired by the presence of
materials or their effects, excluding those of
natural origin, which offend the senses of
sight, smell, touch, or taste.




ON

Sox

EEYY

ON

ON

ON

oN

KITUTTES[€ “oPTI0TUD 'd 18903 ' CONTCON
‘eruowmwe ‘g8l ‘D0l ‘WIOFITOO IBOSJ
/9818YOSTp ou Ing 4 UOI1IEBIS SB 2WERS

qoon x1o gog ou adeoxe
¢ u0I3l®31S SB SWES/H UOTIBAS SB oWeg

AL31pTQIng
ou pue ‘(4)sprios 1o §sI 3dooxe
1 UOI3B1S SEB SWES/H UOTIBLS SB SWES

suoN/LAa1aTaonpuod pur ‘gd
‘eanjeasdwen ‘o g Fuiurow ATiery

meQOHmU ‘ggl ‘sniaoydsoyd
1®8303 ﬁmoz+ ON ‘"HN ‘mioJIToo TEd3aj4
/091 ou 1deoxs T UCIIBIS SB SUWEG

ueBoaa1u T1B301 ‘4OD ‘DOI ‘gog ou adeoxe
1 uoIlel§ Se 2wWeS/] UOTIIB1S SEB SWEg

X0l pp®E
‘AaturTed e pue A31prqinay ou 3deoxs
1 uoIa®1g SB °dWEg/] UOIIBAS SB SWeg

qog ‘epraolyoc ‘uefoialIu
18303 ‘HOL/SUTIOTYO TENPISoI [BI03
‘*0°q ‘Latataonpuod ‘ygd ‘sinjeaedus]

"A3TUTTE®TE® ‘OPTIOTYD

‘A31pTgany ‘spilos ‘usfox3zTu Te303 ‘QOY
“Euowﬁmoo Mmomwm“mﬂouosamosm 18302

‘@00 ‘ON+"ON ‘“HN ®8aBUoSIP ‘°0°Q

‘0¥l ‘Aa1ataonpuod ‘yd ‘feinjeaedwsy

Mueq 3y81a
‘28pTIq "pPY UYBTOS oYL 1opUNn I9ATY BUTINBL

Teuueyo-pIUW
‘duex "AmH Jo 3IB2S JJO ‘°0USNIJUOD
UP3Td YBT®S ®ao0qe ,Q0G @91D qnid FT109

T9uuByDO
-PIW " UJAD qnID FTOH YITA SOUSNTFUOD JO
wesxisdn , 00T Areazewixoadde yoatTQg yeles

3

Teuueyo-pIw ‘Axeanqiil ueq 3ydrx
YaTm °dUaNTFU0Dd moTaq ,G/ YOITA YeTdS

T9UUBYD-PIW ‘YOo3IP UY3ITIM 90USNTIUOD
jo weaaasdn ,¢7 ‘Axeanqril ueq 3y8Ty
Touuryo-pIW ‘©8p1iq poom e jueTd uUoOIlEO

-11qe3 I91T®II YONIA3 PUTYeq Yo3Tq YeTes

adrd-pTw ‘ITE33INO JIMM °Y3 moTaq ,QT
A1eqrwrxoadde ‘yqueq 3y3Ta woiJ ASATND .47

adrd-prw ‘[rEy3InO JILMM YBT®S

queq Y31 3® uedey oTdues qead jusniIld

sdrd-prw ‘1TeFINO JIMM °Yy3l @aoqge ,Q0T
A7exewtxoadde ‘3IsATnO ,87 3I® Yo1TQ UYRILS

1411 L

ST°0

¢v7°0

G8°0

5670

96°0

et

J4H

JUDUSS9SSY

S9I3TATIIOV AI03BIOQET/PIOTL

1®e31qBH/923BIg91I9AUT
oTyjueg

uotadrIoseag uoraeag

uotTie]s

8861

‘97-67 1240220

‘Aonans xeaem JulaTeoel JIMM YBT®S oyl Sutanp pewrojiod SoI1TATIO®R pue suoTldiIosep UOTIBIS

‘¢ 2T14BL



Table 4. Description of USEPA Rapid Bioassessment Techniques for Protocol
Level II (Plaflin et al, 1989).

COMPONENT DESCRIPTION
Objectives o Assess biological impairment
o Provide information for ranking sites
o Screen for future assessment or testing
Level of Effort per o Field: 2 people at 1.5-2.5 hrs./person
Station and Experience o Lab : 1 person at 1-1.5 hrs.
Required o Data : 1 person at 2-4 hrs.
o Professional impact assessment experience
o Knowledge of benthic ecology and taxonomy
Habitat Assessment Areas o Characterize and rate: substrate, instream
cover, channel morphology, riparian and bank
structure and impacts.
Water Quality, Physical 0 Measure conventional water quality
and Chemical Areas parameters
o Examine discharge components and physical
characteristics
Biosurvey o Examination focusing on the riffle/run
community supplemented with a CPOM* sample
o 100 organisms taken from a single kick-net
sample across the width of the stream®*
IDed in field to family
o Functional feeding group analysis of
riffle/run and CPOM sample in field*
Analysis o Integrated assessment of metrics measuring
various components of family community
structure
Conclusion o Characterize conditions as: no impairment,
moderate impairment, or severe impairment
o Indicate generic cause of impairment, e.g.
habitat, organic enrichment, toxicity.
* Not performed during Selah WWTP receiving water survey

*%k Ecology Surface Water Investigations collection technique; not defined

in USEPA protocols.



the stream. Fish populations were surveyed with a single pass of a back-pack electroshocking
unit on a 90 - 100 feet reach of blocked stream. Aquatic habitats were evaluated using the
USEPA protocol II assessment form. Specific collection sites were chosen because of
similarities in water velocity and depth, and ambient lighting.

RESULTS AND DISCUSSION

Field and laboratory results from samples taken during the receiving water survey are shown
in Table 5.

Background Receiving Water Quality/Cooling Water Impacts

As described earlier, receiving water in the ditch is provided from the 18-inch and 24-inch
culverts (Stations 1 and 2) that collect cooling water from several fruit packing plants in the
industrial section of the city. These non-contact cooling waters are NPDES permitted
discharges (K. Sherwood, personal communication, 1988). Therefore, the receiving water
for the Selah WWTP effluent under low flow conditions is essentially "wastewater" from
upstream sources.

In general, the "upstream"” receiving water quality was very poor. It had a relatively low
volume (less than 5 cfs), and high temperature (greater than 18 degrees C.). Fecal coliform
levels (1100 to 15,000 organisms/100 mL) in samples taken from both sites greatly exceeded
Class A criteria (Table 5). Although Station 1 dissolved oxygen (D.O.) concentrations were
usually in compliance with the 8 mg/L Class A water quality standard, Station 2
concentrations were often less than 5 mg/L (Figure 2).

Most of the benthic surface of the ditch from Station 2 downstream to the mouth was thickly
carpeted with Sphaerotilus, the dominant member of a white filamentous growth of fungal
and bacterial heterotrophic organisms.

Sphaerotilus communities prefer simple carbohydrates and organic acids (indicated by high
carbonaceous BOD concentrations), pH above 7, instream D.O. above 3 mg/L, and an
optimum temperature of 22°C. (Schwoerbel, 1987). All riffle areas of the ditch were nearly
ideal environments for optimum growth of this community. The metabolic activity of the
heterotrophic organisms kept the D.O. below 5 mg/L at all sites in the ditch to its confluence
with the Yakima River (Figure 2).

The source of the carbohydrates appeared to be the water contained in the 24-inch culvert
(Station 2) 10 feet downstream of the WWTP outfall. The BOD concentrations from the
Station 2 culvert on the two sampling days were 120 mg/L and 63 mg/L (Table S). The
Sphaerotilus growth began at the mouth of culvert; none was evident in the ditch above
Station 2. The culvert also had a slight acetic acid smell.

We investigated the route of the 24-inch and 18-inch storm drains and reported our findings
to the CRO (APPENDIX I - Joy, 1988). At the request of Kim Sherwood, the CRO
inspector, the environmental managers at Tree Top later inspected their waste and process
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water systems and subsequently detected a cross-connection between a juice plant
reclamation water line and the storm drain (K. Sherwood, personal conversation, 1989).
Removal of the cross-connection was expected to be completed soon after its detection.

The source of fecal coliform is puzzling because no other parameter indicated the presence
of fecal wastes, e.g. ammonia concentrations were low and Station 1 BOD was low.
Reclamation water at Station 2 was not considered a source of fecal coliform loading. Some
storm drain samples should be taken to trace the source of the fecal coliform loading within
the system after the reclamation water cross-connection is fixed.

The coliform concentrations at all downstream ditch stations (Table S - Stations 3 and 5)
violated Class A water quality standards. The small right bank tributary, Station 4, fecal
coliform level met Class A standards. Golf Club Creek (Station 6) fecal coliform results
violated the Class A standards. Livestock observed in a pasture upstream of the golf course
may be the source of elevated Golf Club Creek values.

The presence of the Sphaerotilus and low D.O. concentrations at all ditch stations (Stations
3,4a, and 5) to the Yakima River indicate the carbonaceous decomposition of the Station 2
wastewater was not completed before the ditch’s confluence with the Yakima River. This
was also verified by the Station 5 BOD of 17 mg/L. The resulting critically low D.O.
concentrations prohibited support of most aquatic life, and seriously impaired all potential
beneficial uses of the ditch. The ditch was basically an extension of waste treatment and
conveyance of wastewater.

Station 4, the right bank tributary, had D.O. concentrations less than 8 mg/L,, but ground
water seeps like these are often naturally low in dissolved oxygen. Dissolved oxygen in Golf
Club Creek did not always meet the Class A criterion of 8 mg/L, but the concentrations did
not eliminate some sensitive aquatic (see Habitat Potential of Selah Ditch). The non-point
sources upstream could be affecting the lower reach of the creek. Golf Club Creek D.O.
concentrations theoretically could have raised oxygen concentrations in the ditch
approximately 1.5 mg/L.

Yakima River fecal coliform and D.O. concentrations above the confluence with the ditch
were within Class A criteria (Table 5). Generally, the 60:1 dilution ratio of river to ditch
and creek water adequately protected water quality of the river. Downstream
concentrations of fecal coliform and D.O. probably violated criteria along the right bank
until mixing of the ditch and river were complete. No water quality standard violations
would be evident after complete mixing, e.g. an estimated increase of fecal coliform from
27 to 40 organisms/100 mL, and a 0.1 mg/LL D.O. loss. However, the poor water quality in
the ditch probably poses a serious blockage to fish passage into Golf Club Creek.

These results are in general agreement to those found during a set of surveys in June through
October 1982 (Johnson and Newman, 1983). Johnson and Newman (1983) found both
increases and decreases in fecal coliform concentrations in the reach between the Selah
Bridge (same as this survey Station 7) and Highway 97 Bridge, 0.7 r.m. downstream. They
reported an average 0.3 mg/L (3% saturation) D.O. loss in October in this reach. Johnson

11
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and Newman (1983) attributed the loss to BOD loads from WWTP while the Selah WWTP
was experiencing an upset.

Selah WWTP Effluent Impacts

In contrast to the 24-inch drain, the WWTP effluent had BOD concentrations less than 3
mg/L (Table 5), with D.O. concentrations from 5.8 mg/L to 6.45 mg/L (Figure 2). Since the
average initial dilution ratio of effluent in the ditch was 1.4:1, and 3.2:1 after Station 2, the
low D.O. WWTP effluent would have had a local impact on the ditch under more favorable
receiving water quality conditions. For example, at 3.2:1 dilution of background cooling
water with D.O. at 8.0 mg/L, a loss of 0.5 mg/L could be expected after complete mixing.

The 1.5 mg/L total residual chlorine in the WWTP effluent resulted in no detectable fecal
coliforms in the effluent samples. A 0.4 mg/L total chlorine residual was detected 40 feet
(12.2 m.) below the outfall, and .1 mg/L at Station 3, 580 feet (177 m.) below the outfall. The
chlorine residual appeared to have no impact on the Sphaerotilus community, and very little
impact on the excessive fecal coliform concentrations in the ditch at Station 3 (Table 5).

The effluent appeared to be in compliance with all other aspects of the NPDES permit
(Heffner, 1989). In addition, phosphorus and other nutrient concentrations not regulated
by the current permit were lower than generally found in municipal effluents. This may be
aresult of the high contribution of fruit processing wastewater to the plant. Toxic un-ionized
ammonia conditions were not present according to calculations made using the effluent and

receiving water ammonia concentrations, pH and temperatures present during the survey
(USEPA, 1986).

As stated earlier, the performance of the WWTP during the survey appeared to be quite
different from the upset situations commonly experienced during fruit processing season.
The impact of the WWTP effluent on the ditch and Yakima River under upset conditions
has been investigated by Johnson and Newman (1983) (see above). The BOD and coliform
loads at the confluence with the Yakima River were very similar in 1982 to loads in 1988.
In both cases, the additional treatment of the wastewater provided by the ditch helped buffer
the river, so that no water quality standard violations in the river were observed. However,
the ditch is a large point source contributor of BOD and coliform loading in this area of the
Yakima River relative to other sources (Johnson and Newman, 1983).

Total Maximum Daily Load Analysis

The total maximum daily load (TMDL) analysis is applied to conditions of critical plant
loading and receiving water sensitivity. It is used to evaluate the limits on a permitted
discharge, i.e. are they sufficient to protect receiving water quality.

Selah ditch was heavily overloaded with wastes during the time of the survey. These wastes
were contained in the "upstream" receiving water rather thanin the WWTP effluent. Ideally,
wastewater from the WWTP would not be allowed into the ditch until the problem of the
reclamation water was solved. However, there was no alternative route for the WWTP
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effluent. Also, the plant was operating at such a high level of treatment during the survey,
the effluent could have been thought of as receiving water for the contaminated cooling
water.

Assuming the reclamation water problem is soon corrected, a general TMDL analysis can
be constructed for the Selah WWTP system. However, assumptions for receiving water
quality, reaction rates in the ditch, and resultant water quality in the ditch are tenuous since
very few of the data collected during the receiving water study can be applied to the analysis.
So, the TMDL results may contain a large margin of error.

A set of water quality simulations were run using a simple Streeter-Phelps model with
nitrogenous oxygen demand (NOD), BOD, and reaeration functions operating with
temperature compensations (Hammer and MacKichan, 1981). Ammonia uptake other than
NOD conversion was not incorporated into the model. Dissolved oxygen and ammonia
toxicity in the ditch appear to be the most critical parameters to assess under maximum
effluent loading conditions. Chlorine toxicity with 300 feet of the outfall is another problem
to be addressed, but was not modeled. Assumptions for receiving water quality and physical
characteristics are listed in Table 6. Effluent design conditions taken from the interim
NPDES permit, in Simulation 1 can be compared to various permit modifications in
Simulations 2 and 3. The head of the ditch to Golf Club Creek was characterized as a single
reach.

Simulation results are also shown in Table 6. Simulation 1 results indicate that water quality
in the ditch would be seriously impaired under the interim permitted effluent discharge
conditions. The lack of adequate volumes of receiving water for dilution seriously
compromises the ability of the ditch to handle the permitted waste load before reaching Golf
Club Creek. After mixing with Golf Club Creek, the results suggest fish passage between
the Yakima River and Golf Club Creek would probably be blocked. Ammonia
concentrations would violate the chronic criterion for salmonids and D.O. would be below
6.0 mg/L. Mixing calculations further indicated chronic ammonia toxicity could continue in
the Yakima River for 300 feet downstream of the confluence along the right bank.

Permitted effluent ammonia and BOD concentrations would have to be sharply reduced for
the ditch to meet Class A water quality standards at the confluence with Golf Club Creek.
Simulations 2 and 3 demonstrate that permit conditions would have to require effluent
quality nearly as good as the effluent quality encountered during the survey, e.g. BODs <10
mg/L, NH3-N <5 mg/L.

Chlorine toxicity will be a problem downstream of the Selah WWTP outfall unless receiving
water volumes are increased or effluent total residual chlorine (TRC) is greatly reduced. A
reduced effluent TRC of 0.03 mg/L would be required to meet the 4-day average, or chronic,
freshwater criterion after complete mixing under design conditions stated earlier. A 0.1
mg/L TRC effluent limit may be more practical, both for proper disinfection of the effluent,
and for monitoring (0.1 mg/L is the most common detection limit for most TRC monitoring
devices). If efforts are made to rehabilitate the ditch for fish habitat, or major revisions to
the WWTP operation and outfall location are made, dechlorination should be considered.
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Table 6. Model assumptions and simulation results for a total
maximum daily load (TMDL) analysis at Selah WWTP into
Selah ditch.

SIMULATION #1 - INTERIM PERMIT AT ESTIMATED LOW FLOW

Assumptions Receiving Water Selah WWTP
Discharge (cfs) 4.3 3.1
Temperature (°c) 20.0 20.0
D.0. (mg/L) 8.6 6.0
Ammonia-N (mg/L) 0.02 15.0
BOD (mg/L) 2.0 60.0
Reaction coefficients (log base e): k1l = 2.44, k2 = 50.0,

k3 = 3.0, C_ = 8.87 mg/L
Channel characteristics: velocity = 1.9 fps, degth = 0.8 ft.,

width = 4.9 ft.

travel time: 0.8 mi.= 0.024 days

Results at confluence with Golf Club Cr. @ 7.75 pH, ZOOC;
Initial D.O. Deficit : 0.42 mg/L

BOD caused Deficit : 0.86 mg/L
NOD caused Deficit : 1.10 mg/L
Total D.O Deficit : 2.39 mg/L (6.5 mg/L D.0. instream)
Ammonia -N : 5.8 mg/L (un-ionized = 0.12 mg/L)
BOD Concentration :18.8 mg/L

Results after Golf Club Cr. @ 7.75 pH, 17.80C, Cg = 9.26 mg/L

Initial D.0. Deficit : 2.51 mg/L
BOD caused Deficit 0.25 mg/L
NOD caused Deficit : 0.68 mg/L
Total D.0. Deficit 3.44 mg/L (5.8 mg/L D.O. instream)
Ammonia -N : 3.97 mg/L
BOD Concentration :17.8 mg/L

SIMULATION #2 - STANDARD BOD AND DECREASED NH., CONCENTRATIONS

Assumptions Receiving Water Selah WWTP
Discharge (cfs) 4.3 3.1
Temperature (°c) 20.0 20.0
D.0. (mg/L) 8.6 6.0
Ammonia-N (mg/L) 0.02 10.0
BOD (mg/L) 2.0 30.0
Reaction coefficients (log base e): kl = 2.44, k2 = 50.0,
k3 = 3.0

Channel characteristics: velocity = 1.9 fps, depth = 0.8 ft.,

width = 4.9 ft.

travel time: 0.8 mi. = 0.024 days
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Table 6. (continued)

Results at confluence with Golf Club Cr. @ 7.75 pH, 20°¢C:
Initial D.0. Deficit : 0.42 mg/L

BOD caused Deficit 0.43 mg/L

NOD caused Deficit 0.73 mg/L

Total D.O Deficit 1.58 mg/L (7.3 mg/L D.O. instream)
Ammonia -N : 3.8 mg/L (un-ionized = 0.08 mg/L)
BOD Concentration :12.8 mg/L

SIMULATION #3 - SURVEY EFFLUENT BOD AND NOD CONCENTRATIONS

Assumptions Receiving Water Selah WWTP
Discharge (cfs) 4.3 3.1
Temperature (OC) 20.0 20.0
D.0. (mg/L) 8.6 6.0
Ammonia-N (mg/L) 0.02 0.05
BOD (mg/L) 2.0 3.0

Reaction coefficients (log base e): kl = 2.44, k2 = 50.0, k3 = 3.0

Channel characteristics: velocity = 1.9 fps, depth = 0.8 ft.,
width = 4.9 ft.

travel time: 0.8 mi. = 0.024 days

Results at confluence with Golf Club Cr. @ 7.75 pH, 20°¢C:
Tnitial D.O. Deficit : 0.42 mg/L

BOD caused Deficit .08 mg/L

NOD caused Deficit .01 mg/L

Total D.O Deficit .51 mg/L (8.4 mg/L D.0. instream)
Ammonia -N .03 mg/L (un-ionized = 0.0006 mg/L)
BOD Concentration .25 mg/L

DO OoOIo O
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If the ditch is to be rehabilitated alternatives to consider include:

e Increasing receiving water volumes by routing additional non- wastewater sources 1o it

e Land application of WWTP effluent, seasonally or year-around

e Direct discharge of effluent to the Yakima River

Habitat Potential of Selah Ditch

Habitat at three sites in the study area were assessed (Figure 1). The Golf Club Creek site
was considered a control; the area between Stations 1 and 2 was considered impacted by
cooling and/or wastewater; and Station 5 was considered a potential recovery area.

Table 7 summarizes the results of the habitat assessment. The Golf Club Creek control site
rated as a fairly good fish and benthic macroinvertebrate environment. Macroinvertebrate
and fish communities here were generally healthy. Data from the two impacted sites on the
ditch indicated that both the aquatic habitat and biotic communities were impaired. This
finding matches the obviously poor water quality found during the survey.

Some of the physical characteristic and habitat assessment data of the two ditch sites indicate
they could be partially supporting of the type of biotic community found at the control site
if water quality conditions were improved. A fairly large effort would be necessary to
establish and preserve a healthy biotic community in the ditch for the following reasons:

e 'There is an inadequate volume of water in the upper end of the ditch.

¢ Thewater from the storm drain system would be difficult to monitor and treat, e.g. cooling
water temperature and contaminated street run-off.

e The treatmenteffectiveness of the WWTP is not reliable, and the effluent is not adequately
diluted in the ditch to protect downstream beneficial uses.

e The ditch’s straight north-south orientation leaves it vulnerable to solar heating, especially
with its current lack of cover.

e The streambed would require rehabilitating from years of organic accumulations and
siltation.

CONCLUSIONS

The following summarized the findings of the receiving water survey performed at the Selah
WWTP:

L. The cooling water used to dilute the WWTP effluent in the ditch was contaminated with
juice reclamation water (with a high BOD) and an unknown source of fecal
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contamination. This seriously impaired water quality of the ditch and probably blocked
fish passage into Golf Club Creek. It also impaired water quality along the right bank
of the Yakima River for a short distance downstream of the ditch.

2. The volume of cooling water and other water sources in the Selah storm drain system are
inadequate to serve as areceiving water for the WWTP effluent in the ditch under current
permitted conditions. A very general TMDL analysis indicated effluent BODs and
NH3-N would have to be below 10 mg/L and 5 mg/L, respectively at design flow with
improved receiving water quality conditions but current volumes.

3. The WWTP effluent quality was exceptional and met all NPDES permit requirements
during the survey. It contained relatively low BOD, ammonia and nutrient
concentrations. The only impacts on receiving water quality were a high residual
chlorine, and lowered instream D.O. from initial mixing of low D.O. effluent.

4. 'The habitat of the ditch is seriously impaired from a history of poor water quality and
current reclamation water release. Under better water quality conditions, several
impairments to establishing a healthy biotic community would remain, e.g. solar heating
potential, low discharge volume, and poor streambed quality. The habitat provided by
Golf Club Creek needs protection against non-point source contamination.

Considering the findings of the survey, I would recommend the following steps:

e Investigate the source of fecal contamination in the Selah storm drain system after the
reclamation water cross-connection is repaired.

¢ Reduce total residual chlorine in the effluent to 0.1 mg/L, or as low as practical. Consider
dechlorination in future plant upgrade plans.

e Explore alternative wastewater discharge methods to eventually remove the Selah outfall

from the ditch, e.g. land application, direct discharge to the Yakima River with improved
treatment reliability.

e Ensure access of migratory game fish to Golf Club Creek. Direct any habitat restoration
efforts to the creek by assessing and managing non-point sources. Habitat in the lowest
reaches of the ditch can be improved over time by increasing treatment reliability of the
WWTP and alleviating major problems in the storm drain system.

19



d¢ 0 0 oo o0
W vy O o0 1)
NN O in}

e o0 O
OO T

pouexqoeIy

quesqy
oTgoxsBUY
%0/
usdg L131Bg
QUON
xm‘N
sdy 6°T “,8°0 ‘.6
sdy 170 ‘.61 ‘L
sdy ¢°1 90 ‘.01

SNOTIAQQ
931 BISPOY
pueiIepM ‘prOITIEy

O g0 o
~N OO

a0

@ o e
o O
— O~ O

P o0 T N
et

O

pousiorq %0¢
371IS - 23BISPON

34811s
suTIOTYD ‘OTqoISBUY
268
usdp AT3xBd
pezIT2uuByo - S9%
Z
sd3 ¢°1T *,9°0 "¢
QUON

sdy 977 “.¢€°0 ‘.G
S20IN0g mSOH\/@O

93BISPON

TBTIaSNpul/TRIOISUNLOY)

e o 0@
o OO

oo
00 O o

OO N~ O WO

o° o

[N SRR T e I T o)

SUTUSNOBTY ON
QUON
SUON
HGEHOZ
%0L
usado A1a1®Bg
SUON
i m : N
sdg £°0 L2 T-T ‘%
sdy ¢z°0 ‘.¢-¢ .6
sdz 97T ,9°0-¢°0 ‘%
BOUSPTIAD SWOG

auoN
peox ‘8s5INn0od JI0H

TABRH-
PRUL-ON] -
SN TIAS( -

uoratsodwon e3eIzSqNg oTUR3IQ

LeTn-
ATIS-
pueg-
19ABID-
219900~
IeopInog-
qooipog-

‘31sodwo) @3eBIjzSqng oTuvdioury

I0700 Y001 @pIsisepun
satsodsaq juswipeg
STTO 3URWIpsg
SIOPQ IUBWIPSG
A¥g uedp juedieg
Iea00 Adouen
we( ‘uoIxvZTToUUBYD
qIel I93eM USIH
uny -
Tood-
STFFTE-

£3100Tep ‘yadeq ‘yaIpTM "asY

uotanirod SAN 18007

UoTIsoIy PaYSIsleM [BOOT

9s[] pue] JuBUTHOPOIJ

peloedul @ Uyo3IQ Fo puj

_
_
|
_
_
|
|
|
_
_
_
_
_
3TIS ® puesg
|
|
_
_
|
m
~
_
|
|
|
_
_
_
- G uoTaeas w

peaioedu]

- ¢-1 uoraeag

Uo31q Fo pesH

ALRdD qnid JF1ed
-To13u0n

SOILSTUALOVEVHD TVDISAHd

"88/67/01 :4Apnas Ie3®pM SuTATe09y YpIeS I10J UOIIBWIOJUT QUSWSSSSSY I1BIATRY

"L °1qel

20



90 @ 0 o0
O ) 0 e
NN e N

yanog - Y3aioN

duraazoddns ATTeTaaBg
8L

(0T) 2ue1T=0xy

yanosg - yaioy

3utazoddns L17e13i1ed
0L

(01) 2usTT=0xy

L1
20¢€
%G1
$11

Yanos-yaioN

60T

(0T) 3ueTTe0Xy

I Nueqg 3UsSTY-
aeoN queqg YSTY-
aeq sueq 33o7-
IeoN Mueq 33eT-
MU@@ H@U@EOCHﬂO
uoT3elustTip ue=213g

Tox3uoco o3 uostiiedwon
21008 TBIO]

I9A00 OPTSWESILG

(8) pood (6) 2usTTe0oxy (0T) 3usrTeoxy A2T71qe3s uoraezedey queg

(9) 11Bg 03 pooOYH (L) pooH (£) pood A3TTT9e3S ueq
(0T) PpooH (z) F00g (0T) pood oTa®Y pueqg/uny °133T¥/T100d

(9) ated (0T) Poos (01) Pood uoT3Tsodeq/anoog woljog

(z) xoo0g (9) x1Bg (¢1) auaTT=20xy UoTiBIL]TY Touuey)

(€1) pooy (8) Iteg (81) 3usTT=oXy seuTsey moTy

(0T) poon - atey (0T) poon - 1TB4 (81) 3ueTTeoxy sseupappaquy
(¢1) poon (g) a1B4 (¢T) pood (9100s) I®A0) 83BIISQNG WOIJ0G
peadedul : yo3Tq yo pui [peaoedwI : UoaIq JO PESH 901D qnio F[09 INAWSSASSV IVIIIVH

- G uorae3g - 7-1 uoiaeag -Toxjuo)n

(penuT3uU0D) “/ BTqBL

21



punoj suwstuedio (¢ ATuUo susTuedIo Q0T sustuedIo 01 $931BIQ91IDAUTOIDRY OIyausyg

INGWIIVART | INAWIIVAWT _ INAWIIVAWI _ INIIWIIVANT 40

AIANAS _ AIVIAAOR | IHOTTIS | TIAIT NO SNOISATIONOD
I [ [ _ ToUTYS -
| | 8 w 208(-
“ _ 1 _ anoip-
| | ¢ | uouieg-

.06/ssed 1/Us1y oN _ PaAIDSYO BUON _ "33 00T/ssed 1 ~ ystd

_ _ w

Juepungy | JurpuUNqy | JurpunNqy | 2382UD0ISTIT0-
| Juepunqgy | | epodoigsesn-
| | a1ey | BIUIBOBIPAN-
| | juspunqy | BRIIR]]9QaNT -
| | [steliiiiileTy) | podtydury -
| | JuepuUNgy | 9BpPTWOUCITIYD-
_ _ juepungy | SEPTINUTS-
| | juepunqgy | e1a3doyoTil-
| aaey | | v1e3doxsweydy-
| | _
| | |
_ | |
| _ _
| m _
_ _ |
_ | _
* m |
_ _ |
_ _ _

%01 91TI93g8-
%01 sSessean-
%¢g %07 seT3TUNIWO) TEIuUng-
%G SauwIT§-
¢ 20T %07 sej4dydoaory-
2B3TY SNOJUSWETTJI-
20T %G¢ uolAydraeg-
adrI1eA0) wWoajzog oFpiusvieg
pejoedul : YoaTQ Fo pug |pejoedwl : yolTq jo peey | MPe1Dn qnio I10H _ ALINOWWOD DILOIG
- G uoijeag | - ¢-1 uoije3s | -7033U0D

(penut3uoo) "/ elqel



REFERENCES

APHA, AWWA, WPCF, 1985. Standard Methods for the Examination of Water and
Wastewater: 16th Edition. American Public Health Association, Washington, D.C.

Hammer, M. and K. MacKichan, 1981. Hydrology and Quality of Water Resources, John Wiley
& Sons, New York, NY, 486 pp.

Heffner, M., 1989. "Selah wastewater treatment plant Class II inspection on October 25-26,
1988." An October 17, 1989, memorandum to Harold Porath, Washington State
Department of Ecology, Central Regional Office from Washington State Department of
Ecology, Environmental Investigations and Laboratory Services Program, 5 pp.

Huntamer, D. 1986. Laboratory Users Manual. Washington State Department of Ecology,
Manchester, Washington.

Johnson, A. and A. Newman, 1983. "Water quality in gap-to-gap reach of the Yakima River,
June - October 1982." A June 3, 1983, memorandum to Clar Pratt, Washington State
Department of Ecology, Central Regional Office, Water Quality Supervisor from
Washington State Department of Ecology, Environmental Investigations and Laboratory
Services Program, 19 pp.

Plafkin, J., M. Barbour, K. Porter, S. Gross, and R. Hughes, 1988. Rapid Bioassessment
Protocols for Use in Streams and Rivers: Benthic Macroinvertebrates and Fish. U.S.
Environmental Protection Agency - Revised Draft, July 1988.

Schwoerbel, J., 1987. Handbook of Limnology. John Wiley & Sons, New York, NY. 228 pp.

Sherwood, K., 1988. Telephone conversation with Washington State Department of Ecology,
Central Regional Office inspector. August 1988.

Sherwood, K., 1989. Telephone conversation with Washington State Department of Ecology,
Central Regional Office inspector. February 1989.

U.S. EPA, 1986. Quality Criteria for Water, 1986. U.S. Environmental Protection Agency,
Office of Water Regulation and Standards, EPA 440/5-86-001. Washington, D.C.

23



APPENDIX

24



Sicie ol
WWashingion
Depamnent

ol b1 ology

@ ,

TELECOPY
TRANSMITTAL

DATE
ANoV. [, 1985
TIME
//.0F8
NQ. OF PAGES
ol

TO { NAME / AGENCY )

Kirm Sherpveoed
Cenrral Resonal OfFrce

Swrt
D2L0C. c/# &

Loogres {
J

FROM { NAME / DIVISION )

Jre Jou

ATy aod /77»&‘575;7t17L15v74 <

t. 0L Fraoloa g

14
REMARKS

Sl stovar Avriiay

THIS MACHINE IS A HARRIS/3M 2110 FACSIMILE. THIS MACHINE RECEIVES
GROUP | (SIX-MINUTE MACHINES), GROUP !t {THREE-MINUTE MACHINES) AND

GROUP 111 {SUB-MINUTE MACHINES).
LOCATION: DEPT OF ECOLOGY
SOUTHWEST REGIONAL OFFICE
7272 CLEANWATER LANE - M8 LU-11
OLYMPIA, WA 98504-8811

ECY-010-52(c)

MESSAGE COMFIRMATION

MACHINE TELEPHONE: (208)753-8531
OPERATOR TELEPHONE: (208)783-2353

(SCAN PREFIX 234)

DATE: 11-01/88 TIME:12:39

1D:206 753 8331

HTE TIME T/=TIME DISTANT STATIOM (D ™MODE PREES RESULT
LBl 1213 g2'28" @9 =75 Z8@8 @3-S @a3 0K

25




CHRISTNE O. CREGORE
Direcror

STATE OF WASHINGTON

DEPARTMENT OF ECOLOGY
7272 Cleanwater Lane, LUF11 o Olympia, Washington 965046811 o  (206) 753-2353

To: Kim Sherwood. Central Regional Office

From: Joe Joy, Surface Water Quality Investigations
Subject: Selah Storm Drain Investigations

Date: November {, 1988

Here is a rough diagram of the Selah storm drain network in the
vicinity of the Selah wastewater treatment plant that you
requested yesterday. I've also listed the pH, temperature and
conductivity data we recorded from the various manholes on October
26 =*, I'm fairly certain of the direction and interconnections
indicated in the diagram. We dyed, or sent messengers, from "B"
to "D, "B" to "C", and "C" to "E". The pH, temperature and
conductivity measurements are also very indicative of the
interconnections.

The flow pattern discovered in manhole "B" is especially
interesting and has been detailed as an enlargement in the
diagram. Cooling water from the 18 inch drain system and 24 inch
drain system described in city plans as two completely separate
networks appear to both join there. However, water from the 18
inch drain approaches the manhole from the west and leaves to the
south. Water from the 24 inch drain approaches from the north and
leaves to the east. The water from the north 1s extremely warm
(34 = C.) compared to the water from the west (20 = C.).
Downstream samples of both lines suggest there is little mixing in
Drain "B".

We failed to locate any manholes for the 24 inch storm arain
system between ZInd Avenue ana Drain '3". The drain line probably
travels under Tree Top since the building was built on the old
road after <he city sold Tree Top an =zasement. Joe Ford, the
wastewater treatment operator, thought there may be a manhole on
the north side of the Tree Top building. Unfortunately, while we
were there *this area was under hunoreds of apple boues. From 2nd
Avenue north along Railroad Avenue to Naches Avenue, there was no
flowing water in the 24 inch drain line.

Mannoles &', "C", "E", "G", and outfall "JI", all had a fruit odor
which suggests a mlsconnection with a condensate or other product
line. Tentative laboratory analyses of *otal organic Zaroon
indicate the water from cutfall "J" will have a ROD greater than
100 mgsL. wnile water from outfall "H" will be less thanm IO mg/L
{persanal conversation with F. Crawford., Manchester Laboratorv).
As vyou Stated yesteraday, englneers rtrom Tree Top ang the City of
Selah should be notified of the problem. the drain under the
building =s=houla be traced. anag the errant discharge to the 24 incn
line =znouid e eliminated.

Sooo lugi. L2t e wnow 1f D Can ne of anv more assistance.
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